NOTES

|. GATE VALVES SHALL BE OF THE TYPE, RESILIENT SEAT WITH MODIFIED WEDGE
élsBAEHALL MEET AWWA 509-87 STANDARD. USE AMERICAN DARLING CRS OR APPROVED

2. VALVE. BOXES SHALL BE SET FLUSH WITH FINISH STREET GRADE. BOX COVER
SHALL INDICATE WATER ON TOP. VALVE BOXES SHALL BE CHRISTY G-5, OR
APPROVED EQUAL.

3. VALVE CONNECTIONS SHALL BE PUSH-ON WHEN USING AWWA C900 PVC PIPE. CONNECTIONS
SHALL BE MECHANICAL JOINT FOR PIPE OTHER THAN PVC.
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