
PERSPECTIVE PLAN VIEW 

TYPICAL BASE KEY 

SECTION A-A 

WTES: 

I. ALL METAL M S  SHALL BE HOT DIPPED T O C ~  INSIDE F*CE 
GALVANIZED AFTER FABAICATION, ASTM - A123. 

2. CONCRETE SHALL TEST TO 3000  psi .  AT 28 MYS. 
3. ALL REINFOftCING SHALL BE 

4 x 4 - 6 - 6  MESH 
4. REGARDLESS OF WISE WALL THICKNESS, 

HOLD THE INSIDE FACE OF BASE WALL 
3" FROM TOP FACE OF CURB. FU-LV 

a r m -  STnDRC4 5.  MAXIMUM GUTTER SLOPE WITHOUT 
UPSTREAM GALLEY IS 6%. 

6 .  FOR BASE SECTION REFER TO STD. DRWG. Na 408. 

7 .  APPROVED CURB INLET MANUFACTURER (S) AND MODEUS): 
SANTA ROSA CAST PRODUCT MODEL 2- l /2A 

CAST IU P L A U  

I CITY OF UKIAH 
- -  pp 

PRE-CAST CONCRETE I CURB INLET - MODEL 2MA 


